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Request for Information #        86 
 
Date: 06/15/2021 

 

To: From: 

Andy Redmon Janelle  Stephens 

Eskew+Dumez+Ripple DonahueFavret Contractors, Inc. 

365 Canal Street, Suite 3150 3030 East Causeway Approach 

New Orleans, LA  70130 Mandeville, LA 70448 

Phone: 504-561-8686 Phone:  985-626-4431 

Fax: 504-522-2253 Fax: 985-626-3572 

Email: aredmon@eskewdumezripple.com Email: janelles@donahuefavret.com  

 

Reference: Lycee Francais School Renovation 

 

Subject: Status: Response Required By: 

Ceiling Heights Please Advise 06/20/2021 

 

Submittal #: Drawing #: Addendum: Spec Section: 

    

 

RFI Detail: 

On sheet M2.1 of the mechanical plans, along column lines 12 & 13. The plans show running 

2 supply ducts 24x10, 1 supply duct to  feed the elevator lobby 12x20, and 1 return duct 

24x10. The reflected ceiling plans show 9'-8" ceilings in that entire area from  column line R 

to U with the bottom of the beams at 10'-5" there's not enough space to run the ductwork above 

the current ceiling  heights. With insulation, you need a minimum of 15" of space for the 

24x10 ductwork and that's not considering any other trades  or lights. 

 

cc: Robert Foy, Arc Mechanical 

 

Response:     

 

 

 

See attached sheets for lowered ceilings to accommodate ductwork as manufactured.  See also
reductions of door frame heights, as previously discussed.

Andy Redmon
7.15.2021
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1. UNLESS OTHERWISE INDICATED, ALL INTERIOR PARTITION 
DIMENSIONS ARE FACE TO FACE TO FINISH SURFACES.

2. UNLESS OTHERWISE INDICATED ON FLOOR PLANS(S) OR 
REFLECTED CEILING PLAN(S), ALL CEILING HEIGHTS ARE 8'-0"

3. FOR ROOM FINISH SCHEDULE, FRAME AND DOOR SCHEDULE, 
CLARIFICATION OF REFERENCE DESIGNATION FOR INTERIOR 
PARTITIONS, REFER TO SHEET 3.1

4. ALL DIMENSIONS SHOWN AT EXISTING CONDITIONS ARE PLUS OR 
MINUS AND SHOULD BE VERIFIED, IF NECESSARY, ON THE PROJECT 
SITE.

GENERAL NOTES

EXISTING WALLS, PARTITIONS, COLUMNS 
TO REMAIN

EXISTING FIXTURES, EQUIPMENT TO REMAIN

NEW WALLS, PARTITIONS, COLUMNS 

NEW FIXTURES, EQUIPMENT 

EXISTING WALLS, PARTITIONS, COLUMNS  
TO BE REMOVED

EXISTING FIXTURES, EQUIPMENT, ETC. TO BE 
REMOVED

EXISTING FIXTURES, EQUIPMENT, ETC. 
TO BE REMOVED AND REINSTALLED

EXISTING FIXTURES, EQUIPMENT, ETC. 
REINSTALLED FROM ITS PREVIOUS LOCATION

RENOVATION GRAPHICS 
(UNLESS OTHERWISE INDICATED)

CLARIFICATION OF REFERENCE DESIGNATIONS

RECESSED FIRE EXTINGUISHER CABINET (10 44 00)

SEMI-RECESSED FIRE EXTINGUISHER CABINET (10 44 00)

SURFACE MOUNTED FIRE EXTINGUISHER CABINET (10 44 00)

WALL HUNG FIRE EXTINGUISHER (10 44 00)

CLARIFICATION OF SYMBOLS 
FIRE EXTINGUISHER

F.E.C

F.E.C

F.E.C

F.E
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ESKEW+DUMEZ+RIPPLE
365 CANAL STREET, SUITE 3150
NEW ORLEANS, LOUISIANA 70130

EDR PROJECT NO. |

© Eskew+Dumez+Ripple
A Professional Corporation

REVISIONS

PROJECT ISSUE DATE  |

DRAWN BY  |

The intent of the Contract Documents is to include all items necessary for proper 
execution and completion of the work by Contractor. The Contract Documents 
are complementary, and what is required by one shall be as binding as if required 
by all; performance by the Contractor shall be required only to the extent 
consistent with the Contract Documents and reasonably inferable from them as 
being necessary to produce the indicated results.
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100% CONSTRUCTION
DOCUMENTS

SECOND FLOOR PLAN

LYCÉE FRANCAIS DE LA NOUVELLE
ORLEANS -

1601 LEONIDAS ST.
NEW ORLEANS, LA 70118

A15101

2019

4 DEC 2019

HA+FORBES

 1/8" = 1'-0"
SECOND FLOOR PLAN01

P7 EXISTING CASEWORK, TO BE REFURBISHED

P8 NEW MILLWORK (06 20 00)

P11 STAIRS, TO BE REPAIRED

P12 LINE OF OPENING ABOVE

P17 EXISTING DOOR TO BE PERMANENTLY CLOSED

P20 EXISTING CASEWORK, RELOCATED FROM PREVIOUS
LOCATION

P31 NEW WALL UP TO 48" A.F.F.

P36 PROVIDE BLOCKING IN WALL FOR WALL MOUNTED MONITOR;
COORDINATE OUTLET LOCATIONS WITH AV

TR
U
E 

N
O
R
THN

05 OCT 2020 PR #1

16 OCT 2020 RFI #13

05 NOV 2020 PR #02

08 FEB 2021 ASI #011

21 APRIL 2021 RFI #65

23 JUNE 2021 RFI #86

John Vollman
Cloud

John Vollman
Cloud



FRAME AND DOOR SCHEDULE

1. UNLESS OTHERWISE NOTED, ALL DOORS SHALL BE 1-3/4" THICK AND ALL FRAMES SHALL BE HOLLOW METAL.
2. FOR UNDERCUTTING AND/OR DOOR GRILLS, REFER TO HVAC FLOOR PLANS. 
3. FIRE RATING FOR DOOR IS INDICATED IN MINUTES. "S" INDICATES SMOKE RATING.
4. "X" AT THE END OF A DOOR # INDICATES AN EXISTING DOOR TO REMAIN.

NOTES:
WIDTHH

E
IG

H
T

CLARIFICATION OF REFERENCE DESIGNATIONS FOR INTERIOR PARTITIONS
FIRE RATING IN HOURS.
"S" INDICATES SMOKE PARTITION.

PARTITION TYPE

STC RATING  (IF APPLICABLE)
10 772

GENERAL NOTES PERTAINING TO INTERIOR PARTITIONS

UNLESS OTHERWISE INDICATED IN THE FOLLOWING "CLARIFICATION OF REFERENCE DESIGNATIONS FOR INTERIOR PARTITIONS" OR OTHERWISE INDICATED ELSEWHERE 
ON THE "DRAWINGS", ALL INTERIOR PARTITIONS ARE GYPSUM BOARD AND METAL STUDS AND ARE TO BE CONSTRUCTED AS LISTED BELOW.

1. ALL METAL STUDS SHALL BE 3 5/8" DEEP AND MINIMUM 25 GAUGE. (FOR PARTITIONS REQUIRING HEAVIER GAUGE STUDS, SEE SPECIFICATION SECTION 09 21 16).

2. ALL METAL STUDS SHALL BE SPACED 16" O.C.

3. ALL METAL STUDS SHALL EXTEND FROM FLOOR STRUCTURE ABOVE.

4. ALL METAL STUDS SHALL HAVE ONE LAYER OF GYPSUM BOARD ON EACH SIDE OF STUD.

5. ALL GYPSUM BOARD SHALL BE MOLD-RESISTANT, TYPE X AND 5/8” THICK.

6. ALL GYPSUM BOARD, ON WALLS, SHALL TERMINATE AT THE UNDERSIDE OF GYPSUM BOARD CEILINGS AND MINIMUM OF 6" ABOVE OTHER TYPE CEILINGS. WHERE 
CEILINGS DO NOT OCCUR, GYPSUM BOARD SHALL EXTEND TO THE STRUCTURE ABOVE.

7. ALL COMPONENTS OF FIRE RATED, SMOKE BARRIER, OR STC RATED PARTITION SYSTEMS SHALL EXTEND TO THE STRUCTURE ABOVE.

8. PARTITION SYSTEMS INDICATED TO HAVE STC-RATINGS MAY INCORPORATE SOUND ATTENUATION BLANKETS AND ACOUSTIC SEALANT TO ACHIEVE THE REQUIRED 
RATING. REFERENCE SPECIFICATION SECTION 09 21 16

9. IF CONCRETE MASONRY UNITS ARE INDICATED, UNITS SHALL BE 7 5/8" THICK AND SHALL EXTEND FROM FLOOR TO STRUCTURE ABOVE.
THE THICKNESS OF PARTITIONS SHOWN ARE FINISH SURFACE TO FINISH SURFACE EXCLUDING THIN-SET CERAMIC TILE.

10. REFER TO SPECIFICATION SECTION 09 21 16 FOR GLASS MAT-FACED GYPSUM BOARD REQUIREMENTS IN WET AREAS.

11. WET AREAS WILL BE DEFINED AS:  WALLS SUPPORTING SINKS, TOILETS AND URINALS, AND SHOWER AND TUB SURROUNDS, INCLUDING SHOWER CEILING.

12. WHERE A REFERENCE DESIGNATION IS NOT INDICATED ON THE FLOOR PLANS, THE PARTITION TYPE SHALL BE TYPE 10.0.

REFERENCE DESIGNATIONS GLASS TYPES (08 80 00)

NOTE: UNLESS OTHERWISE INDICATED ALL GLASS SHALL BE IG-1 
INSULATING GLASS
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NEW ORLEANS, LOUISIANA 70130

EDR PROJECT NO. |

© Eskew+Dumez+Ripple
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REVISIONS

PROJECT ISSUE DATE  |

DRAWN BY  |

The intent of the Contract Documents is to include all items necessary for proper 
execution and completion of the work by Contractor. The Contract Documents 
are complementary, and what is required by one shall be as binding as if required 
by all; performance by the Contractor shall be required only to the extent 
consistent with the Contract Documents and reasonably inferable from them as 
being necessary to produce the indicated results.
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100% CONSTRUCTION
DOCUMENTS

FRAME AND DOOR SCHEDULE

LYCÉE FRANCAIS DE LA NOUVELLE
ORLEANS -

1601 LEONIDAS ST.
NEW ORLEANS, LA 70118

A15101

2019

4 DEC 2019

FORBES

TYPE
FIRE

RATING
STC

RATING DEPTH DESCRIPTION
1 S 6" GYPSUM BOARD ON BOTH SIDES OF 3 5/8" METAL STUDS, INFILL WITH MULTIPLE GYPSUM BOARD LAYERS TO MATCH EXISTING WALL

DEPTH; VERIFY DEPTH IN FIELD

2 0 12" ONE LAYER OF BRICK ON EACH SIDE OF 4" CMU.  MATCH EXISTING BRICK CONSTRUCTION IN SIZE, COLOR, JOINT SIZE, MORTAR COLOR,
AND WALL THICKNESS

10 0 ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 3 5/8" METAL STUDS

10 0 45 ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 3 5/8" METAL STUDS

10 0 50 4 7/8" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 3 5/8" METAL STUDS

10 1 4 7/8" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 3 5/8" METAL STUDS - UL# U419

10 1 50 4 7/8" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 3 5/8" METAL STUDS - UL# U419

10 S 4 7/8" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 3 5/8" METAL STUDS

10 S 50 4 7/8" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 3 5/8" METAL STUDS

11 0 5 1/4" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 4" METAL STUDS

11 0 45 5 1/4" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 4" METAL STUDS

11 1 5 1/4" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 4" METAL STUDS - UL# U419

12 0 7 1/4" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 6" METAL STUDS

12 0 50 7 1/4" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 6" METAL STUDS

12 1 7 5/8" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 6" METAL C-H STUD, 1" GYPSUM SHAFTLINER ON OTHER SIDE - UL# U415

13 0 9 1/4" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 8" METAL STUDS, 20 GAUGE

13 0 45 9 1/2" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 8" METAL STUDS, 20 GAUGE

13 S 9 1/4" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 8" METAL STUDS, 20 GAUGE

20 0 2 1/4" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 1 5/8" METAL STUDS, EXPOSED STUDS THE OTHER SIDE

21 0 3 1/8" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 2 1/2" METAL STUDS, EXPOSED STUDS THE OTHER SIDE

22 0 4 1/4" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 3 5/8" METAL STUDS, EXPOSED STUDS THE OTHER SIDE

22 1 4 1/4" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 3 5/8" METAL STUDS, EXPOSED STUDS THE OTHER SIDE

30 0 2" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 7/8" METAL FURRING CHANNEL, 1/2" SHIM SPACE

31 0 2 5/8" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 1 1/2" METAL FURRING CHANNEL, 1/2" SHIM SPACE

32 0 1 5/8" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 1/2" RESILIENT METAL FURRING CHANNEL, 1/2" SHIM SPACE

40 1 3 1/8" ONE LAYER OF GYPSUM BOARD ON ONE SIDE, ONE LAYER OF 1" GYPSUM SHAFT LINER PANEL ON OTHER SIDE OF 2 1/2" METAL C-H
STUD - UL#  U415; SYSTEM A

41 1 4 5/8" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 4" METAL C-H STUD, ONE LAYER OF 1" GYPSUM SHAFTLINER ON OTHER SIDE - UL#
U415; SYSTEM A

44 1 5 1/4" ONE LAYER OF GYPSUM BOARD ON ONE SIDE OF 8" METAL C-H STUD, 1" GYPSUM SHAFTLINER ON OTHER SIDE - UL# U415

52 0 7 5/8" 8" NOMINAL CONCRETE MASONRY UNIT

80 1 8 1/8" ONE LAYER OF GYPSUM BOARD ON BOTH SIDES OF 6" METAL STUDS - UL# U419

DOOR # TYPE

FRAME DOOR

FIRE
RATING

STC
RATING

HARDWARE
SET REMARKS

OPENING
MATERIAL FINISH

DETAIL
NUMBER DOOR (OR OPENING) DESCRIPTION MATERIAL FINISHWIDTH HEIGHT

001 O 2'-11" 6'-11" TBD

002 O 2'-11" 6'-7" - TBD

003 O 3'-2 3/4" 6'-4" TBD

003 O 3'-4 1/4" 6'-4" TBD

100 N 5'-10 7/8" 7'-0" FIBERGLASS P-4 1/3.5 FIBERGLASS P-4 29.0 08 16 13

101 B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 27.0

102 B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 24.0

103 B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 20.0

104 N 5'-10 7/8" 7'-0" FIBERGLASS P-4 1/3.5 FIBERGLASS P-4 29.0 08 16 13

105 B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 27.0

106A B 3'-0" 7'-0" HM P-4 4/3.5 FLUSH HOLLOW METAL HM P-4 5.0 EXTERIOR DOOR

106B A 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL WITH LITE HM P-4 17.0

107 C 6'-0" 7'-0" HM P-4 4/3.5 FLUSH HOLLOW METAL HM P-4 3.0 EXTERIOR DOOR

108 C 6'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 45 7.0

108B B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 45 21.0

109 B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 20.0

110 B 3'-0" 7'-0" HM P-1 6/3.5 FLUSH HOLLOW METAL HM P-1 45 20.0

111 B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 S 20.0

112X B 3'-0" 7'-0" WD P-1 3/3.5 FLUSH SOLID CORE WD P-1 S 20.0

113A C 6'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 9.0

113BX B 3'-0" 7'-0" WD P-1 3/3.5 FLUSH SOLID CORE WD P-1 S 14.0

114A C 6'-0" 7'-0" HM P-5 6/3.5 FLUSH HOLLOW METAL HM P-5 60 6.0

114B C 6'-0" 7'-0" HM P-4 4/3.5 FLUSH HOLLOW METAL HM P-4 2.1 NEW EXTERIOR DOOR IN EXISTING LOCATION

115AX A 3'-0" 7'-0" WD P-1 3/3.5 FLUSH SOLID CORE WITH LITE WD P-1 S 15.0

115BX A 3'-0" 7'-0" WD P-1 3/3.5 FLUSH SOLID CORE WITH LITE WD P-1 S 15.0

116 A 3'-0" 7'-0" HM P-1 8/3.5 FLUSH HOLLOW METAL WITH LITE HM P-1 S 15.0

117 C 6'-0" 7'-0" HM P-1 10/3.5 FLUSH HOLLOW METAL HM P-1 20 6.0 HOLD OPEN WITH AUTOMATIC CLOSER.

120A A 3'-6" 7'-0" HM P-4 6/3.5 FLUSH HOLLOW METAL WITH LITE HM P-4 22.0

120B A 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL WITH LITE HM P-4 23.0

121 A 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL WITH LITE HM P-4 32.0

122 B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 37.0

123 B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 20.0

124 B 3'-0" 7'-0" HM P-4 1/3.5 FLUSH HOLLOW METAL HM P-4 28.0

125A C 6'-5" 7'-0" HM P-4 4/3.5 FLUSH HOLLOW METAL HM P-4 2.0 NEW EXTERIOR DOOR IN EXISTING OPENING

125B H 6'-8 1/2" 8'-9" AL - 11/6.6 ALUMINUM AND GLASS ENTRANCE (08 44 13) - - 2.1 EXTERIOR DOOR

125C H 6'-8 1/2" 8'-9" AL - 11/6.6 ALUMINUM AND GLASS ENTRANCE (08 44 13) - - 1.0 EXTERIOR DOOR

125D M 20'-0" 9'-0" - - 9/3.5 OVERHEAD COILING - - 42.0 OVERHEAD COILING DOOR (08 33 23)

126 D 3'-0" 8'-10" - CLEAR
POLYURETHANE

5/3.5 SLIDING DOOR - RECLAIMED EXISTING DOOR LEAF WD CLEAR
POLYURETHANE

41.0

127A B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE HM P-1 37.0

127B B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE HM P-1 37.0

129 B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WD P-1 25.0

130 A 3'-0" 7'-0" HM P-1 8/3.5 FLUSH HOLLOW METAL WITH LITE HM P-1 S 15.0

131 B 3'-0" 7'-0" HM P-5 8/3.5 FLUSH HOLLOW METAL HM P-5 60 15.0

132A C 6'-0" 7'-0" HM P-5 1/3.5 FLUSH HOLLOW METAL HM P-5 60 6.0 HOLD OPEN WITH AUTOMATIC CLOSER

132B E 3'-0" 6'-8" HM P-4 4/3.5 HM P-4 4.0 EXTERIOR DOOR

133 B 3'-0" 7'-0" HM P-5 6/3.5 FLUSH HOLLOW METAL HM P-5 60 15.0

134 A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE WD P-1 34.0 UNDERCUT DOOR; SEE M2.1

135 A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE WD P-1 34.0 UNDERCUT DOOR; SEE M2.1

136 B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WD P-1 30.0

137 B 3'-0" 7'-0" HM P-5 1/3.5 FLUSH HOLLOW METAL HM P-5 S 37.0

140 B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH HOLLOW METAL HM P-1 S 20.0

141 C 6'-0" 7'-0" HM P-1 1/3.5 FLUSH HOLLOW METAL HM P-1 45 10.0

143A H 6'-0" 8'-0" AL - SEE ELEVATION ALUMINUM AND GLASS ENTRANCE (08 44 13) - - 1.3 EXTERIOR DOOR W/ OPERATOR

143B H 6'-0" 8'-0" AL - SEE ELEVATION ALUMINUM AND GLASS ENTRANCE (08 44 13) - - 1.2 EXTERIOR DOOR W/ OPERATOR

143C H 6'-0" 8'-0" AL - SEE ELEVATION ALUMINUM AND GLASS ENTRANCE (08 44 13) - - 1.3 EXTERIOR DOOR W/ OPERATOR

143D H 6'-0" 8'-0" AL - SEE ELEVATION ALUMINUM AND GLASS ENTRANCE (08 44 13) - - 1.2 EXTERIOR DOOR W/ OPERATOR

145 L 3'-0" 8'-4" HM P-1 1/3.5 FLUSH HOLLOW METAL WITH LITE HM P-1 45 16.0

146 B 3'-0" 7'-0" FLUSH SOLID CORE

148 F 6'-0" 8'-4" HM P-1 1/3.5 FLUSH HOLLOW METAL WITH LITE HM P-1 20 11.0

149 A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE WD P-1 32.0

151 A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE WD P-1 32.0

152 A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE WD P-1 32.0

153 B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH HOLLOW METAL HM P-1 45 20.0

154A C 6'-2" 7'-4" HM P-4 4/3.5 FLUSH HOLLOW METAL HM P-4 2.1 EXTERIOR DOOR

154B C 6'-2" 7'-4" HM P-4 4/3.5 FLUSH HOLLOW METAL HM P-4 2.0 EXTERIOR DOOR

154C C 6'-2" 7'-4" HM P-4 4/3.5 FLUSH HOLLOW METAL HM P-4 2.0 EXTERIOR DOOR

154D C 6'-2" 7'-4" HM P-4 2/5.4 FLUSH HOLLOW METAL HM P-4 1.0 EXTERIOR DOOR

201 B 3'-0" 7'-0" HM P-1 6/3.5 FLUSH HOLLOW METAL HM P-1 S 20.1

202AX B 3'-0" 7'-0" WD P-4 3/3.5 FLUSH SOLID CORE WD P-4 S 15.0

202BX B 3'-0" 7'-0" WD P-4 3/3.5 FLUSH SOLID CORE WD P-4 S 15.0

203X B 3'-0" 7'-0" WD P-4 6/3.5 FLUSH SOLID CORE WD P-4 S 15.0

204AX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 38.0 PERMANENTLY CLOSED

204BX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

205A A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE WD P-1 21.0

205B A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE WD P-1 21.0

206X G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

207X G 2'-8" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 20.0 PRIVACY FILM AT INTERIOR FACE (08 80 00)

208AX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

208BX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

209AX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

209BX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 38.0 PERMANENTLY CLOSED

210AX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

210BX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

210C B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WD P-1 30.0

211 C 6'-0" 7'-0" HM P-4 10/3.5 FLUSH HOLLOW METAL HM P-4 20 6.0 HOLD OPEN WITH AUTOMATIC CLOSER. PAINT
DOOR AND FRAME P-10 ON LOBBY/ATRIUM 143
SIDE.

214 B 3'-0" 7'-0" HM P-5 6/3.5 FLUSH HOLLOW METAL HM P-5 60 13.0 NEW DOOR IN EXISTING LOCATION

216 A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE WD P-1 32.0

217 A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE WD P-1 36.0

220 F 6'-0" 8'-4" HM P-1 1/3.5 FLUSH HOLLOW METAL WITH LITE HM P-1 20 8.1

221 J 3'-0" 8'-3" AL - 4/8.3 ALUMINUM AND GLASS ENTRANCE (08 13 43) - - 40.0

222 J 3'-0" 8'-3" AL - 4/8.3 ALUMINUM AND GLASS ENTRANCE (08 13 43) - - 40.0

223 B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH HOLLOW METAL HM P-1 45 21.0

224 B 3'-0" 7'-0" HM P-7 1/3.5 FLUSH HOLLOW METAL HM P-7 S 26.0

226 A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE HM P-1 34.0

227 A 3'-0" 7'-0" HM P-1 1/3.5 FLUSH SOLID CORE WITH LITE HM P-1 34.0

232A C 6'-0" 7'-0" HM P-5 1/3.5 FLUSH HOLLOW METAL HM P-5 60 6.1 HOLD OPEN WITH AUTOMATIC CLOSER

232B B 3'-0" 7'-0" HM P-5 1/3.5 FLUSH HOLLOW METAL HM P-5 60 15.0

240 B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH HOLLOW METAL HM P-1 S 20.0

300 B 3'-0" 7'-0" WD P-1 3/3.5 FLUSH SOLID CORE WD P-1 54 35.0 NEW DOOR IN EXISTING LOCATION

301 B 3'-0" 7'-0" WD P-1 3/3.5 FLUSH SOLID CORE WD P-1 54 35.0 NEW DOOR IN EXISTING LOCATION

302 B 3'-0" 7'-0" HM P-4 6/3.5 FLUSH HOLLOW METAL HM P-4 S 20.1

303AX B 3'-0" 7'-0" WD P-4 3/3.5 FLUSH SOLID CORE WD P-4 S 18.0

303BX B 3'-0" 7'-0" WD P-4 3/3.5 FLUSH SOLID CORE WD P-4 S 18.0

304AX B 3'-0" 7'-0" WD P-4 3/3.5 FLUSH SOLID CORE WD P-4 S 15.0 RELOCATED

304BX B 3'-0" 7'-0" WD P-4 3/3.5 FLUSH SOLID CORE WD P-4 S 15.0 RELOCATED

305X G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

306 C 6'-0" 7'-0" HM P-4 10/3.5 FLUSH HOLLOW METAL HM P-4 20 6.0 HOLD OPEN WITH AUTOMATIC CLOSER. PAINT
DOOR AND FRAME P-10 ON LOBBY/ATRIUM 143
SIDE.

309X G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

310X G 2'-8" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 20.0 PRIVACY FILM AT INTERIOR FACE (08 80 00)

311AX K 3'-0" 7'-0" WD P-1 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WD P-1 31.0

311BX K 3'-0" 7'-0" WD P-1 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WD P-1 31.0

312AX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

312BX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

313X G 2'-8" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 20.0 PRIVACY FILM AT INTERIOR FACE (08 80 00)

314 B 3'-0" 7'-0" HM P-5 6/3.5 FLUSH HOLLOW METAL HM P-5 60 13.0 NEW DOOR IN EXISTING LOCATION

315AX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0 RELOCATED

315BX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

316AX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

316BX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

317BX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0

319AX G 3'-2" 7'-8" WD P-4 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WITH LITES AND TRANSOM WD P-4 S 19.0 RELOCATED

319BX K 3'-0" 7'-0" WD P-1 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WD P-1 33.0

320X K 3'-0" 7'-0" WD P-5 7/3.5 EXISTING STILE AND RAIL WOOD PANEL WD P-5 60 20.0 NEW DOOR IN EXISTING LOCATION

321 F 6'-0" 8'-4" HM P-1 1/3.5 FLUSH HOLLOW METAL WITH LITE HM P-1 20 8.0

322 J 3'-0" 8'-3" AL - 10/8.3 ALUMINUM AND GLASS ENTRANCE (08 43 13) - - 39.0

323 J 3'-0" 8'-3" AL - 9/8.3 ALUMINUM AND GLASS ENTRANCE (08 43 13) - - 40.0

332 C 6'-0" 7'-0" HM P-5 1/3.5 FLUSH HOLLOW METAL HM P-5 60 6.1 HOLD OPEN WITH AUTOMATIC CLOSER

340 B 3'-0" 7'-0" HM P-1 1/3.5 FLUSH HOLLOW METAL HM P-1 S 20.0

N N 5'-10 7/8" 7'-0"

IG-1 CLEAR INSULATED GLASS

LG-1 CLEAR LAMINATED GLASS

MG-1 UNCOATED CLEAR ANNEALED TEMPERED FLOAT-GLASS
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INTERIOR ELEVATIONS

LYCÉE FRANCAIS DE LA NOUVELLE
ORLEANS -

1601 LEONIDAS ST.
NEW ORLEANS, LA 70118

A15101

2019

4 DEC 2019

CR

 3/8" = 1'-0"2.2
SOUTH ELEVATION

AT MEDIA LIBRARY CIRCULATION 22003 3/8" = 1'-0"2.3
EAST ELEVATION

AT WORKROOM 32304 3/8" = 1'-0"2.3
EAST ELEVATION

AT INSTRUCTIONAL ADMIN 32205

 3/8" = 1'-0"2.1
SOUTH ELEVATION

AT CORRIDOR 11701

 3/8" = 1'-0"2.1
NORTH ELEVATION

AT CORRIDOR 11702

 3/8" = 1'-0"
EAST ELEVATION

AT SCIENCE PREP 20507 3/8" = 1'-0"
WEST ELEVATION

AT SCIENCE PREP 20508 3/8" = 1'-0"2.3
NORTH ELEVATION

AT INSTRUCTIONAL ADMIN 32209

 3/8" = 1'-0"2.3
SOUTH ELEVATION

AT INSTRUCTIONAL ADMIN 32206

REF
NUMBER

ITEM
DESCRIPTION

MANUFACTURER

NAME
MODEL

NUMBER
20 French Door Refrigerator Fisher & Paykel RF170ADUX4

21 Dishwasher Bosch SHX89PW75N

22 Microwave GE Monogram ZEB1226SHSS

23 Refrigerator Bottom
Freezer

GE Monogram ZICS360NHRH

24 Countertop Water
Dispenser

Quench Quench 755

05 NOV 2020 PR #02 23 JUNE 2021 RFI #86
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REFERENCE DESIGNATIONS GLASS TYPES (08 80 00)

NOTE: UNLESS OTHERWISE INDICATED ALL GLASS SHALL BE IG-1 
INSULATING GLASS

CENTERLINE OF STOREFRONT 
EQUALS CENTERLINE OF PARTITION.
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GYPSUM BOARD (09 21 16)
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SHIM (06 10 00)

PARTITION TYPE

SEE

WALL BEYOND

SEALANT (07 92 00)

GYPSUM BOARD (09 21 16)

METAL RUNNER TRACK (09 21 16)

METAL STUDS (09 21 16)

ALUMINUM STOREFRONT (08 43 13)

V
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R
IE

S
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"

CORNER BEAD (09 21 16)

CENTERLINE OF STOREFRONT 
EQUALS CENTERLINE OF 
PARTITION

SHIM (06 10 00)

TYPE

SEE PARTITION

ALUMINUM STOREFRONT (08 43 13)

GYPSUM BOARD (09 21 16)
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SEALANT (07 92 00)

3/8"

PARTITION TYPE

SEE
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PREMANUFACTURED 
PREFORMED CORNER (09 65 
00)

TYPE

SEE PARTION

ACOUSTICAL PANEL (09 51 00)
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100% CONSTRUCTION
DOCUMENTS

INTERIOR STOREFRONT

LYCÉE FRANCAIS DE LA NOUVELLE
ORLEANS -

1601 LEONIDAS ST.
NEW ORLEANS, LA 70118

A15101

2019

4 DEC 2019

FORBES

 1/2" = 1'-0"2.1
STOREFRONT ELEVATION AT MEDIA LIBRARY01

 3/8" = 1'-0"2.1
NORTH ELEVATION

AT OFFICE 12102 3/8" = 1'-0"2.1
WEST ELEVATION

AT OFFICE 12103

IG-1 CLEAR INSULATED GLASS

LG-1 CLEAR LAMINATED GLASS

MG-1 UNCOATED CLEAR ANNEALED TEMPERED FLOAT-GLASS

 3" = 1'-0"8.3
INT. STOREFRONT - JAMB08 3" = 1'-0"
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 1/2" = 1'-0"9.6
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 1/2" = 1'-0"
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CLARIFICATION OF SYMBOLS AND GENERAL NOTES
REFLECTED CEILING PLAN

1. CONTRACTOR SHALL VERIFY AND COORDINATE THE LOCATION 
OF ALL FIXTURES/ DEVICES INDICATED WITH THE MECHANICAL, 
ELECTRICAL, PLUMBING, SPRINKLER, ALARM AND SPECIAL 
DEVICES.  NOTIFY ARCHITECT OF DISCREPENCIES/ CONFLICTS.

2. THE LOCATION OF ALL DEVICES TO BE INSTALLED IN FLOORS, ON 
WALLS AND CEILINGS, ASSOCIATED WITH MECHANICAL, 
ELECTRICAL, FIRE PROTECTION, SECURITY, AND OTHER SUCH 
SYSTEMS INLCUDING ACCESS PANELS, NOT SPECIFICALLY 
INDICATED ON THE DRAWINGS BUT PART OF THE 
CONSTRUCTION CONTRACT, SHALL BE APPROVED BY THE 
ARCHITECT.  FAILURE TO RECEIVE APPROVAL SHALL BE CAUSE 
FOR REMOVAL AND RELOCATION AT NO COST TO THE OWNER.

3. ALL SYMBOLS APPEARING IN THIS LISTING MAY NOT 
NECESSARILY BE SHOWN ON REFLECTED CEILING PLAN OR BE 
APPLICABLE TO THIS PROJECT.
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are complementary, and what is required by one shall be as binding as if required 
by all; performance by the Contractor shall be required only to the extent 
consistent with the Contract Documents and reasonably inferable from them as 
being necessary to produce the indicated results.
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GYPSUM BOARD CEILING

CLARIFICATION OF SYMBOLS AND GENERAL NOTES
REFLECTED CEILING PLAN

1. CONTRACTOR SHALL VERIFY AND COORDINATE THE LOCATION 
OF ALL FIXTURES/ DEVICES INDICATED WITH THE MECHANICAL, 
ELECTRICAL, PLUMBING, SPRINKLER, ALARM AND SPECIAL 
DEVICES.  NOTIFY ARCHITECT OF DISCREPENCIES/ CONFLICTS.

2. THE LOCATION OF ALL DEVICES TO BE INSTALLED IN FLOORS, ON 
WALLS AND CEILINGS, ASSOCIATED WITH MECHANICAL, 
ELECTRICAL, FIRE PROTECTION, SECURITY, AND OTHER SUCH 
SYSTEMS INLCUDING ACCESS PANELS, NOT SPECIFICALLY 
INDICATED ON THE DRAWINGS BUT PART OF THE 
CONSTRUCTION CONTRACT, SHALL BE APPROVED BY THE 
ARCHITECT.  FAILURE TO RECEIVE APPROVAL SHALL BE CAUSE 
FOR REMOVAL AND RELOCATION AT NO COST TO THE OWNER.

3. ALL SYMBOLS APPEARING IN THIS LISTING MAY NOT 
NECESSARILY BE SHOWN ON REFLECTED CEILING PLAN OR BE 
APPLICABLE TO THIS PROJECT.

6" RECESSED DOWNLIGHT

2' x 2' ACOUSTICAL CEILING TILE

RETURN GRILLE

SUPPLY DIFFUSER

2' x 4' ACOUSTICAL CEILING TILE

CEILING PENDANT

0'-2" X 4'-0" RECESSED LINEAR DOWNLIGHT FIXTURE

SUSPENDED DIRECT/INDIRECT LINEAR PENDANT

30"x30" ACOUSTICAL CEILING TILE

RECESSED WALLWASHER

BULB PENDANT FIXTURE

DECORATIVE GLOBE PENDANTS

2x4 UTILITY FIXTURE

WALL MTD. STAIR LIGHT

BRIDGE CAN FIXTURES

VRF FAN COIL UNIT

ACCESS PANEL

DECORATIVE HANGING ART MOBILE

2' x 4' TECTUM TILE

DIRECT/ INDIRECT PENDANT FLUORESCENT FIXTURE

SURFACE MOUNTED FIXTURE
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ENLARGED REFLECTED CEILING PLAN - PENDANT LIGHTS
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SECTION DETAIL AT CLASSROOM CEILING, TYP.03
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